CENWP-OD-B







3 September 2013
MEMORANDUM FOR THE RECORD

SUBJECT: 13BON68 PH1 ITS outage
Description of the problem- The cable on the Powerhouse 1 sluiceway control gate (south end) has failed and the gate is currently stuck in the partially closed position. 
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Photo 1. Frayed wire rope.


Photo 2. End gate wheel separated from its pin.

The sluiceway needs to have all chain gate bulkheads installed so the channel can be dried up to allow access to the failing gate.  This will prevent the Project from passing debris or providing a surface passage route for fish at PH1.
The importance of having the ITS operable during the Washington Shore lamprey repairs is understood.  The Project is working on evaluating the condition of the gate and providing an estimated return to service date around 11 September.  

Updates will be provided as they become available.

Sincerely,

Project Fisheries
