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MECHANICAL

CONTRACTOR

HAI

HEINZ MECHANICAL INC.
2615 N.W. ST. HELENS ROAD

PORTLAND, OREGON 97210-2241
PH (503) 220-0855 FAX 220-0260

HDI PROJECT NUMBER: 13-08
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MECHANICAL PLAN

SCALE : 3/8"=1"-0"

(&

NOTES-MECHANICAL PLAN

@ POINT OF CONNECTION: NEW TO EXISTING.

(2) EXISTING 14" PVC SCHEDULE 40 PIPING AT
2.78% SLOPE (1” DROP FOR EVERY 36”
RUN).

(3) 24” SECTION OF 14” PVC SCHEDULE 40 PIPE
AT 2.78% SLOPE (MATCH EXISTING PIPE
SLOPE).

14" PVC SCHEDULE 40 PIPE AT 10% SLOPE
(REUSING EXISTING 14"PIPE/SPOOL).

(5) 14" PVC VAN STONE STYLE SOCKET FLANGE
(TWO PIECE).

@ 14" PVC SCHEDULE 40 84"RADIUS 90° ELBOW
AT 10% SLOPE.

14” PVC SCHEDULE 40 102"RADIUS 90
ELBOW AT 6.74% SLOPE.

14" PVC SCHEDULE 40 PIPE AT 6.74% SLOPE
(REUSING EXISTING 14"PIPE/SPOOL).

(9) 12" DRAIN HOSE. 6’ LENGTH.
EXISTING OBSERVATION BOX.
{7 DRAIN HOSE HOIST. SEE DETAIL THIS SHEET.

SEE OBSERVATION BOX OUTLETFLOW
TRANSITION FITTING DETAIL THIS SHEET.

{3 SEE PIPING SPOOL THIS SHEET.

2.78%SL;OPE - T
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@

PIPING SPOOL

SCALE : 1/2"=1"-0"

10%SLOPE

GENERAL NOTES NOTES

OBSERVATION BOX OUTLET TRANSITION FITTING @ 3/4" TABS FACILITATE ATTACHING NEW
IS CONSTRUCTED OF 3/16" ALUMINUM WITH OUTFLOW TRANSITION FITTING TO EXISTING
WELDED SEAMS. OBSERVATION BOX.

@ COLLAR FOR ATTACHING 12"@ FLEXIBLE HOSE.
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SCALE : 3/8"=1'-0"
|
L 2ot /2" LEGEND NOTES
/J__ (1) 2-1/2”CW TO REPLACE EXISTING 1—1/2" CW.
= == — COLD WATER ABOVE FLOOR. (PVC SCH.
T I 80 UNLESS NOTED OTHERWISE.) (2) CONNECT TO EXISTING OBSERVATION BOX.
EXISTING GRATE 107 >
ya _ COLD WATER BELOW FLOOR,/GRATE. (PVC CONNECT TO EXISTING 1—1/2"CW. SEE PIPING
\Z SCH. 80 UNLESS NOTED OTHERWISE.) SCHEMATIC 2/M—005. 1]
( — : 17 TO EXISTING 3/4"CW GOOSENECK ABOVE GATEWAY. oy
EXISTING 1—1/2" ) PIPING <] SHUT OFF VALVE (1) 3/ 0
| /0<N THE WALL EXISTING 2”GALV. | HJ— UNION (5) CONNECT TO EXISTING 1” PVC LINE. >—
) <§>/ ) 21 /2" O— THERMOMETER @ SEE PIPING SCHEMATIC 1/M—005. p
| 9) g PRESSURE GUAGE WITH COCK @ 2—1/2"CW UP THRU GRATE. %
” 2"GALV. « ~——2—1/2"CALV. > CHECK VALVE BALL VALVE IN RISE. —
E?)LSLE VE/;IE;\EBES - 1 /\ T INSTRUMENT TAP @ POINT OF CONNECTION: NEW TO EXISTING. <E
K BALANCING VALVE ) ;
~_ | 0y 1”CW DN TO OBSERVATION BOX SIMILAR TO
_ - o ! EXIS}ING O— PIPE UP PIPING SCHEMATIC 2/M—005. ;
1-1/2" 5 ®
E ?_% f:/i g —® ——=3/4" 4 N Zlc:_ED DV;V:':R (1) CONNECT TO EXISTING PIPING. § <
Y X X D" GALY / 2-1/2°GALV. ,3/4"HOSE|  ~ | EXISTING 42"0 RAW d2) EXISTING 42" RAW WATER RISER. s C
<o - /EX|ST|NG GRATE ' RISER " Bi8B WATER RISER FF FINISH FLOOR ELEVATION
WO Mo EH\E)«SHNG 2-1/2"GALV.~— ] 43 SEE 3/M—005 PIPING SCHEMATIC.
A | C | sov SHUT OFF VALVE Date: 01213
oSk B TO OBSERVATION BOX | M WHA WATER HAMMER ARRESTOR W/ ACCESS PANEL EXISTING TO REMAIN.
PUMP 3"GALV. 9 /—FLOOR SLAB Scale: As Shown
AP ACCESS PANEL Proj. No.. 13013
1. PIPING SCHEMATIC 2. PIPING SCHEMATIC 3. PIPING SCHEMATIC © o e S e R
NO SCALE NO SCALE NO SCALE Chk By: Gary Eldridge
Sheet No.:
SCALE: 3/8"= 1'-0"
SN M-005




