WFOP Change Request Form
[bookmark: _GoBack]Change Request Number: 16NS012
Date Submitted:  1/8/16
Project: Willamette – Appendix A – North Santiam
Requester Name, Agency:  Greg Grenbemer, ODFW
Location of Change (WFOP Project and Section):  
A.4.2.2 Minto Fish Facility Operations and Maintenance

Proposed Change (in track changes to existing section):  
The following will be checked on a daily basis:

· Intake structure sump pumps
· PLCs, both on the spawning deck as well as in the IPS, in intake structure for any alarms, make sure all systems are in AUTO
· FWS pumps oil level
· FWS pumps packing box for adequate water
· FWS pump VFD panels for any fault codes and proper lighting on panel
· Deck wash pump panel for light indication and check tank for pressure between 35 psi and 65 psi
· Intake pressure gages and flow meter working
· Intake air compressor oil level
· Air compressor condensate traps and drain if needed
· Intake air compressor for abnormal vibration or noise
· Intake header for any leaks
· Intake structure for any leaks
· Intake structure power panels
· Domestic water controller in Mechanical/Electrical room
· Presort pool for correct water level
· Post Sort pools for correct water level
· Diesel Generator block heater on
· Diesel Generator in AUTO
· Battery charger on generator working
· Any fuel leaks around generator and tank
· Lighting around facility working correctly
 

Justification for Change: clarifications

Comments from others (Date – Name – Comments): 

	
Record of Final Action (Date – Action): 

