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Change Form # & Title:	17NS010 ODFW.doc – 		 
Date Submitted:	12/31/16		
Project: North Santiam Subbasin				
Requester Name, Agency:	 Greg Grenbemer, ODFW
Final Action:			
WFOP Section:  
2.1.3
Justification for Change: 
Additional information needed.
 Proposed Change:
Detroit Dam has two sets of ROs (upper and lower) that are controlled with vertical sliding gates.  The two upper RO gates at elevation 1,340 feet are controlled with hydraulic gates either locally or from the Detroit control room.  A staff gage is used to measure the opening locally.  Readings on the staff gage are spaced at 0.1 foot and the SCADA dial is set to 0.01-foot increments.  The precision of the gate adjustments limit fine-tuning of RO flows.  During emergency use, the RO outlet is controlled locally.  There are two lower ROs (LRO) at elevation 1,265 feet.  During the drought of 2015 the LRO was tested, passed inspection, and used for temperature management operations.  The LRO was successfully operated for temperature management operations from October 08 through November 03.	Comment by ODFW6: Please include additional information about the results of the testing in 2015 and at what elevations the lower RO can be used and under what scenarios it might be used.
Comments:

Record of Final Action:  

