FPP Change Form
Change Request Number: 12LGS005 Table LGS-5 Footnote for Unit 1
Date:  December 13, 2011
Proposed By: John Bailey, Operations Division, Walla Walla District
Proposed Change:  
Table LGS-5. Turbine Unit Operating Priority for Little Goose Dam1.

	Season
	Time of Day
	Unit Priority

	March 1 – November 30
	24 hours
	1, 2, 3, 4, 5, 6 

Maximize discharge through lowest numbered turbine units

	December 1 – February 28 
	24 hours
	Any Order


1 Unit 1 operation is manually restricted to operate between 115 – 125 MW, which is approximately 16.0 to 17.5 kcfs.  Assume Unit 1 will be at the lower end of this range if other units are operating at discharges lower than 16.0 kcfs.  Assume other units will be operated approximately uniformly, within constraints of normal 1% operation (Units 4-6 are different than units 1-3).  When average unit discharge is higher than 16.0 kcfs, assume all units will operate uniformly, again given different 1% range for units 4-6.  For low river discharges (Qr<38 kcfs), with only 1 unit operating, Unit 1 may operate at less than 16 kcfs.  

Reason for Change:  
This change adds note 4 from the Spill Table LGS-11 as a footnote under Table LGS-5. This footnote found in spill tables LGS-11 and LGS-12 explains how unit 1 it to be operated at the upper end of 1% criteria during the spill season.  Unit 1 is operated in this manner to provide the best possible adult attraction flow to the South Shore Entrances during times of spill, especially when the spillbay weir is in operation.  Unit one flow helps to reduce the influence of the south shore eddy that sometimes forms during spill.  Since this footnote has to do with turbine operation, as well as spill, the Little Goose Operations Manager requested  that the footnote be included here as well for easy reference. 
Comments from others:

1/20/12 FPOM: No comments.

Record of Final Action:  
APPROVED by FPOM at 1/20/12 FPP Meeting.
